Performance of a finned Activated Carbon Cloth-ethanol adsorption chiller by Tierney, M. et al.
                          Tierney, M., Ketteringham, L., & Azri Mohd Nor, M. (2017). Performance of
a finned Activated Carbon Cloth-ethanol adsorption chiller. Applied Thermal
Engineering, 110, 949-961.
https://doi.org/10.1016/j.applthermaleng.2016.08.102
Peer reviewed version
License (if available):
CC BY-NC-ND
Link to published version (if available):
10.1016/j.applthermaleng.2016.08.102
Link to publication record in Explore Bristol Research
PDF-document
This is the accepted author manuscript (AAM). The final published version (version of record) is available online
via Elsevier at http://dx.doi.org/10.1016/j.applthermaleng.2016.08.102. Please refer to any applicable terms of
use of the publisher.
University of Bristol - Explore Bristol Research
General rights
This document is made available in accordance with publisher policies. Please cite only the published
version using the reference above. Full terms of use are available:
http://www.bristol.ac.uk/pure/about/ebr-terms
Performance of a finned Activated Carbon Cloth - ethanol adsorption chiller 1 
 2 
 3 
  4 
M. Tierney1, L. Ketteringham, M. Azri Mohd Nor 5 
 6 
1/ Corresponding author. Tel +44(0)117 3315903, e-mail mike.tierney@bristol.ac.uk 7 
 8 
Department of Mechanical Engineering, University of Bristol, Queens Building, Bristol BS8 1TR, UK 9 
Abstract 10 
 11 
Measurements of cooling power and heat demand are presented for an adsorption heat pump (AHP) 12 
that integrated a finned adsorbent heat exchanger and a solar collector. For this study the adsorbent 13 
heat exchanger was heated/ cooled with fluid at near constant temperature. Results from a bench 14 
scale, large temperature jump (LTJ) test were scaled to predict the outcome of a larger experiment 15 
(adjusting for heat losses and additional heat capacities). The AHP’s measured coefficients of 16 
performance were COP  [0.119, 0.236] versus COP  [0.233, 0.337] expected.  The factor of 17 
discrepancy in specific cooling power (predicted cooling power divided by measured cooling power) 18 
is 1.1 to 2.0 versus a range of 2 to 6 suggested elsewhere. Although the scale-up procedure accounted 19 
for additional heat capacities, unwanted air ingress (even for mole fractions < 0.1%) might have 20 
substantially reduced adsorption/ evaporation rates.  21 
Keywords: Adsorption heat pump, activated carbon cloth, finned-adsorbent, scale-up, LTJ 22 
  23 
  24 
Highlights 25 
 An AHP with finned adsorbent heat exchanger was constructed. 26 
 A new method of scaling up calorimetric LTJ tests on small samples to predict SCP and COP 27 
is presented.  28 
 Dynamic losses through vessel walls are important. 29 
 The predicted SCP is 1.1 to 2.0 time measured value versus a ratio of 2 to 6 elsewhere. 30 
 Air mole fractions < 0.1% might account for disparities in SCP and COP between prediction 31 
and measurement. 32 
 33 
 34 
  35 
Nomenclature 36 
 37 
A area m2 
bplug thickness of (brass) plug m 
c specific heat capacity J kg-1 K-1 
COP coefficient of performance  
dHX outer diameter of heat exchanger  m 
eRMS root mean square discrepancy between measured and predicted 
temperature 
K 
F geometric factor  
h specific enthalpy J kg-1  
m mass kg 
Q heat transfer J 
r radial co-ordinate m 
SCP Specific cooling power W kg-1 
T temperature K 
U overall heat transfer coefficient W m-2 K-1 
X adsorption loading  
X* Adsorption capacity  
V volume m3 
y mole fraction  
z vertical distance below start of condensate film m 
   
Greek symbols 
 heat transfer coefficient W m-2 K-1 
 Thermal conductivity W m-1 K-1 
 density kg m-3 
 Stefan-Boltzmann constant W m-2 K-4 
 time constant s 
adiab time constant for evaporator load ( corrected) s 
1/2 half cycle duration s 
   
   
   
Subscripts   
a all heat passing through fin base  
a refers to specific enthalpy of adsorbate  
coil heat transfer through evaporator or condenser  
conv convective component of heat transfer  
fg refers to heat of vaporisation  
f refers to saturated liquid  
g refers to saturated vapour  
in Refers to heat input  
rad radiative component of heat transfer  
s refers to saturation pressure  
v refers to superheated vapour  
x adsorbent  
   
Superscripts   
1,2 serial number used to indicated different estimate attempts  
(a-l) allows for heat losses  
(a-lx) allows for heat losses and sensible heat changes  
38 
1. Introduction 39 
This paper concerns assessments of the thermal performance of a prototype adsorption heat pump 40 
(AHP) through direct measurement and through scale-up of small bench scale tests employing the 41 
“large temperature jump” (LTJ) [1]. Our   objectives were as follows. (1) Originally funding was 42 
granted to build a chiller driven by concentrated sunlight. Owing to constraints associated largely 43 
with laboratory space and generator orientation the work does not cover a chiller designed for such 44 
operation, but a steam heated unit. (2) The operation of the chiller was to be predicted by scaling up 45 
data from bench-scale measurements, in order to accelerate machine development in future. The 46 
use of (constant) steam heating, rather than (variable) solar heating made the scale up procedure 47 
more reliable (prior to future work dealing with a variable underlying radiation intensity further 48 
complicated by the unrepeatable nature of cloud cover on sunlight). 49 
 A few companies have marketed AHPs or have near market machines (e.g. MyCon in Japan / 50 
Singapore,  Valliant and Viessmann, both based in  Germany). These units exploit sources of waste 51 
heat at temperatures as low as 50oC, with coefficient of performance of roughly 0.4 and cooling power 52 
as low as 3 kW. These are used mostly for air conditioning where relatively high evaporator 53 
temperatures > 10oC are acceptable. Per unit mass of adsorbent, cooling power is restricted by the low 54 
thermal conductivity of adsorbents. To improve metal-to-sorbent heat transfer, and shorten conduction 55 
paths lengths, one can adhere, press or coat adsorbent to fins [2][3].  Informative research reviews are 56 
available in [4] [5], [6].  57 
 LTJ offers a simpler, more representative approach than a mechanistic model of the 58 
adsorption heat exchanger. Such models deal with complex, coupled physical processes and require a 59 
large dataset [7] including intra-particle heat and mass transfer, particle-to-particle thermal resistance, 60 
particle-to-heat-exchanger thermal resistance and bed permeability. LTJ simply replicates the 61 
boundary conditions of the AHP, imposing these on a representative sample of adsorbent and then 62 
measuring the rate of refrigerant uptake (= adsorbate intake). In such a test, the sample is held at near 63 
constant pressure and the set point temperature undergoes a step change. The uptake is 64 
determined from a small (~ 2 mbar ) pressure change in a reservoir of  adsorbate or (more recently) 65 
by direct weighing. 66 
 Early measurements concerned "constant volume variable pressure" or V-LTJ [1]. The size of 67 
the vapour holding tank constrained the vapour uptake and therefore constrained sample sizes. 68 
Nonetheless Aristov et al [8] reports sample sizes as big as 314 mg with mono- or multiple layers of 69 
Fuji silica RD grains. Aristov el al [8] suggested that the SCP for real adsorption coolers was 2-to-6 70 
time lower than would have been expected from LTJ. This was attributed to (1) the temperature of 71 
metal supports changed very quickly during LTJ but not so in real AHPs (2) the tests in [8] allowed 72 
for large mass transfer surfaces and thin adsorbent layers. More recently realistic sections of AdHex 73 
have been weighted directly, hence “G-LTJ” [9, 10]. Samples of up to 600 g were tackled with 74 
claimed accuracy of 0.1 g. A complementary calorimetric approach [11] tackled samples in the range 75 
of ~ 60g and the data from this approach is used here in the analysis of an AHP.  76 
 Our work was motivated by the construction of a solar chiller, designed so that the adsorption 77 
heat exchanger could be illuminated directly by concentrated irradiation. As a first step in 78 
understanding the adsorption heat exchanger, we have worked with “normal” boundary conditions - 79 
both heating and cooling fluid were supplied at a nearly constant temperature. The selected pair was 80 
activated carbon cloth (ACC)-ethanol. The paper presents the construction of the AHP and 81 
summarises features of an earlier LTJ test on comparatively small samples of finned-surface-plus-82 
adsorbent. Heat balances indicated the importance of dynamic heat losses and steady heat losses 83 
through the generator containment. In addition to the direct thermal measurements procedures to scale 84 
up cooling power from the smaller LTJ tests are presented.   Trend analysis and likely errors are 85 
discussed in conjunction with results; a separate section discusses machine performance and future 86 
improvements. 87 
 88 
  89 
2 Methods and Material Properties 90 
 91 
The section describes the construction of the chiller (Fig. 1), operating procedures, and material 92 
properties. Each experiment was broadly in two half-cycles. Firstly, steam heating of the generator, 93 
caused refrigerant to desorb, forcing it into the condenser coil (part 11). Secondly, water cooling of 94 
the generator caused refrigerant vapour to adsorb, forcing boiling in the evaporator coil (part 14). The 95 
essential features of smaller-scale measurements (under LTJ) are presented [11]. 96 
 97 
2.1 Construction of chiller   98 
 99 
In essence the chiller comprised the generator, the evaporator, the condenser, and instrumentation.  100 
 To form the generator, the fin assembly was housed in glass tube, outer diameter 121-mm, 101 
with domed end (Fig. 1, item 2). Turnbull and Scott (Engineers) Ltd, Hawick, Scotland pressed square 102 
fins (item 17) hydraulically onto a copper tube-in-tube heat exchanger, with eleven ACC layers filling 103 
each fin-to-fin gap (items 1, 3, 4, 15, 16, 17). To render one side of the generator receptive to solar 104 
radiation the last 5mm of fin was bent to form a lip and coated with solar selective material. (The 105 
formation of 100 such lips was time consuming, requiring 150 person hours.) A brass plug sealed the 106 
open end of the glass tube and accommodated the heat exchanger (Fig. 1 items 1, 2, 4 and 4a). The 107 
glass tube was fabricated by glass blowers and the plug ground to fit snuggly therein (items 2, 4a). 108 
Under near vacuum, the assembly was leak tight to within 1 mbar of air ingress per day. However, the 109 
brass plug (mass 3.19 kg) promoted unwanted dynamic losses.  The plug requires redesign in future – 110 
for example machineable ceramics [12] would reduce mass and thermal conductivity. (Their thermal 111 
conductivity is several hundred times lower than that of brass.)  112 
 The evaporator coil (item 14) was formed from a 2-m long, 22 mm-bore copper tube coiled 113 
six times, and similarly the condenser coil was formed from a 5-m length  (item 11). A tank filled 114 
with 8-litres of water acted as the evaporator load (item 13), whereas a tank filled with 64-litres acted 115 
as the heat sink for the condenser (item 10). However, large temperature differences (up to 8 K, and 116 
reported in the next section) were evident between the evaporator load and (boiling) refrigerant and 117 
likewise condensing refrigerant and the condenser’s heat sink. Failure of condensate to drain freely 118 
into the sight tube (item 12), prevented reliable material balances.  119 
Pressure gauges monitored the condenser, evaporator and generator (items 9)  120 
(Swagelok S series, pieozoresistive with calibration in the range 0 to 1 bar with claimed accuracy of 121 
2.5 millibar within the best fit straight line.) 122 
Temperature measurements supported a heat balance and computation of coefficient of 123 
performance and specific cooling power. Thermocouples (K-type) were fitted as follows: three within 124 
the ACC, on the mid-plane between fins;  one sandwiched between the ACC and the fin lip; two 125 
monitoring fluid entering and leaving the tube-in-tube heat exchanger, three on the glass cover,  one 126 
on the brass plug, three within the condenser heat sink, and three within the evaporator load. In 127 
addition, thermocouples were located on sections of pipework. To locate thermocouples within the 128 
generator a breakthrough was made, comprising a copper tube packed with epoxy resin. The claimed 129 
thermocouple accuracy was 0.5 K (mostly systematic error) but the observed repeatability was 0.03 K, 130 
owing to the electrical filters inside data loggers (Picologger TC-08).  131 
 132 
2.2 Procedure   133 
 134 
The experimental procedure follows. (1) All equipment was subjected to vacuum pump for 40 135 
minutes and left overnight (the generator was open to the evaporator). (2) The following morning, the 136 
evacuation was repeated for 20 minutes. The generator was isolated and vacuumed further for 10 137 
minutes. (3) The evaporator cooling load (item 13, Fig 1) and condenser heat sink (item 10) were 138 
filled with water at the required temperature of operation. (Weak brine was employed for 139 
temperatures close to freezing point.) The evaporator (item 14) was charged with 150 ml of ethanol. 140 
(4) The generator was isolated and heating applied (items 15, 16). The generator was connected to the 141 
condenser coil when their pressures matched. Heating was continued for the remainder of the half 142 
cycle. (5) The generator was isolated and water cooled. (6) The generator was opened to the 143 
evaporator coil when their pressures matched and cooling was continued for the remaining half cycle.  144 
Tests were repeated three times, in an attempt to reach a cyclic steady state.  145 
Steam heating of the adsorption heat exchanger ensured a saturation temperature close to 146 
100oC. The emerging condensate was captured in a vacuum flask mounted on a scale; as a cross-147 
check, condensate volume was measured at the end of the experiment. Any sub-cooling of the 148 
condensate was to < 0.5 K.  149 
All other heat flows were deduced from changes in the sensible energy of inventories of 150 
water. Heat dissipation from circulating pumps and stirrers was allowed for. When the generator was 151 
cooled process water was recirculated from a tank of 22 litres volume (the net heat input from the 152 
circulating pump was about 6% of cooling effect).  To prevent its thermal stratification, the condenser 153 
heat sink (item 10) was stirred with a paddle, driven with a 4.3 watt motor and operated for 10% of 154 
the cooling time. The evaporator load (item 13) was stirred manually. 155 
 156 
2.3 Material properties 157 
 158 
The selected adsorbent was an activated carbon cloth, FM10 provided by Chemviron UK. The 159 
claimed BET surface area was 1400 m2 g-1 and the nominal fibre diameter was 0.5-mm. Cloth was 160 
favoured because it could readily be cut to shape. The adsorbent was ethanol. (Methanol would be 161 
preferable owing to higher adsorption capacity and higher heat of vaporisation, however its toxicity 162 
was a concern (particularly as the chiller was periodically evacuated)). 163 
Measurements on samples of a finned adsorbent are reported in [11]. Fig. 2 shows the fins 164 
and instrumentation. The heat release from the finned-adsorbent to the thermo-electric module (TEM , 165 
item 2) was deduced, and at the end of each experiment the mass gain by the adsorbent was recorded. 166 
The TEM controlled the temperature of the base of the sample and the cooling effect was inferred 167 
from module voltage, current and face temperature [13].  168 
To impose LTJ the sample was exposed to vapour (typically at 20 mbar), held at constant 169 
temperature for ~ 2 hours, and a step change in the temperature of the sample base was applied. The 170 
temperature swing triggered (exothermic) adsorption. Notwithstanding complex, interrelated heat and 171 
mass transfer, rates of heat release versus time were fitted well to simple exponential functions. The   172 
adsorption capacity of a sample was inferred at constant temperature but with a “large pressure jump”  173 
[14].  The measured heat transfer to the TEM was checked against gravimetric assessment.  174 
 Under LTJ, the rejection of heat through the fin base, Qa(t), was corrected to allow either for 175 
heat loss, or for heat loss plus changes in the sensible energy of the sample components. 176 
 𝑄(𝑎−𝑙) (𝑡) =  𝑄𝑎  (𝑡) − 𝑄𝑙(𝑡) 
 
[1] 
 177 
 𝑄(𝑎−𝑙𝑥) (𝑡) =  𝑄𝑎  (𝑡) − 𝑄𝑙(𝑡) −  ∑ 𝑄𝑥,𝑖 (𝑡) 
 
[2] 
 178 
where subscript a refers to raw measurement of heat rejection, subscript l refers to heat loss, and 179 
subscripts x,i refer to the changes in sensible energy (aluminium, activated carbon, adsorbate 180 
(ethanol)). These two estimates of heat rejection were both fitted well by exponential functions. 181 
Correction of raw data for heat loss only (a-l) 182 
 𝑄
(𝑎−𝑙) =  𝑄𝑜
(𝑎−𝑙)(1 − exp(−𝑡 / 𝜏𝑎−𝑙))             [3] 
 183 
Full correction (a-lx) 184 
 𝑄
(𝑎−𝑙𝑥) =  𝑄𝑜
(𝑎−𝑙𝑥)(1 − exp(−𝑡 / 𝜏𝑎−𝑙𝑥))             [4] 
 185 
 Term Q(a-l)(t) characterised the heat transferred to the generator heating/ cooling fluid whereas 186 
Q(a-lx)(t)  characterised the refrigerant mass adsorbed and hence the heat load on the evaporator. Time 187 
constants a-l and a-lx are reported in Table 1. Fig. 3 shows (a) representative heat release during 188 
adsorption under LTJ (b) the dependence of the adsorption capacity (X) on adsorption potential, 189 
inferred both calorimetrically and gravimetrically under LPJ. 190 
 191 
  192 
Table 1 Time constants measured under LJT. Reprinted from Applied Thermal Engineering, vol. 193 
93, M. Tierney et al. , Calorimetric Assessment of the Dynamics of a Finned Adsorbent. Copyright 194 
2016, with permission from Elsevier. 195 
Base 
temp.  
Tb, K 
Pressure, 
mbar 
 
Correction for stray losses and 
sensible heat (a-lx) 
Correction for stray losses  
only (a-l) 
  Qoa-lx, J mxhadsX
* a-lx, s r2 Qoa-l a-l, s r2 
338303 22 to 27 -2264 -2167 183 0.9974 -3351 146 0.9910 
338303 13 to 16 -2403 -2480 185 0.9994 -3499 150 0.9940 
360303 20 to 24 -3554 
-3654 
191 0.9961 -5337 154 0.9983 
358323 21 to 23 -2308 -2000 159 0.9860 -3439 127 0.9695 
   196 
The adsorption capacity X* was fitted to the Dubinin-Radushkevich (DR) equation, 197 
 9206.0))(/ln((107)ln( 27*   TppTX s  [5 ] 
 198 
where ps(T) is the saturation pressure. The maximum loading X*m = 0.398 was inferior to that of 199 
Unitika activated carbon fibres (ACF) measured by Sharkawy et al [15]: X*m = 0.570 for ACF-15 and 200 
X*m = 0.797 for ACF-20. Sharkawy et al found that heterogeneity constant n = 2 gave the best fit of 201 
the Dubinin Astakhov equation to data    (i.e., Dubinin-Radushkevich applied). Promising recent 202 
developments wherein phenol resins were treated with two different mass ratios of KOH yielded X*m 203 
= 1.43 and 2.0 [16]. Brancato et al [17] report extensive measurements of properties and isortherms 204 
for commercial carbons and new synthesised porous composites (LiBr in a silica gel host matrix)  205 
For purposes of the scale up, the heat rejection term Qo(a-lx) (measured heat - losses – sensible 206 
heat) was not the directly measured value but related to the heat of adsorption and the isotherm , thus  207 
 
*
*
*
**)(
, )( dX
T
T
hmhXXmQ
s
Xend
Xstart
fgx
avg
adsstartendx
lxa
predo 

 
[6 ] 
 208 
where Ts is the saturation temperature, and hads  hfg T/Ts is the isosteric heat of adsorption 209 
(vapour to adsorbed phase) estimated according to Critoph [18] for DR equations. The root 210 
mean square discrepancy between measured and estimated values was 13.5% (LTJ and LPJ 211 
tests were used in the same analysis - see Figure 4 and reference [11]). It is worth pointing 212 
out that whereas Critoph used Trouton’s rule and the Clausius Clapeyron relationship more 213 
sophisticated estimates have since been postulated, e.g. Chakrobory et al [19] employ 214 
classical thermodynamics, Gibbs and Maxwell laws to estimate properties of adsorbed phase, 215 
including heat capacity, enthalpy, entropy, and isosteric heat of adsorption.  The accuracy and 216 
theoretical basis of commonly used isotherms such as Toth and DA are still a matter for 217 
discussion, and note the recently modified isotherm in [20] (and have adapted their thinking 218 
to the adsorption of non polar gases and onto activated carbon in particular[21]).   219 
The heat balance reported in the next section depends on the material properties and heat 220 
transfer coefficients summarised in Table 2.  221 
 222 
  223 
Table 2  Material properties and correlations employed in heat balance and scale-up procedure 224 
(symbols used in the table are m, mass; cp, specific heat; , thermal conductivity; bulk, bulk 225 
density; Nu, Nusselt number; Ra, Rayleigh number; Pr, Prandtl number) 226 
Item Material Location 
(Fig. 1) 
Properties 
Miscellaneous parts 
Cover Glass 2 m = 2.92 kg 
cp = 750 J kg-1 K-1 
Plug Brass 4A m = 3.19 kg 
cp = 377 J kg-1 K-1 
 = 109 W m-1 K-1 
= 8400 kg m-3 
Insulation polyurethane 
foam 
15, 16, 
pipew
ork 
 = 0.03 W m-1 K-1 
t = 1.0 cm 
Parts of adsorption heat exchanger 
Adsorbent Activated 
carbon cloth 
(ACC) 
3 m = 0.63 kg 
cp = 800 J kg-1 K-1 
bulk = 258 kg m-3 
Adsorbed 
phase 
Ethanol - m = 0.16 kg 
cp =  377 J kg-1 K-1 
Heat 
exchanger 
tube 
Copper 4 m = 0.73 kg 
cp = 389 J kg-1 K-1 
Fins Aluminium 17 m = 0.75 kg 
cp = 900 J kg-1 K-1 
 = 2700 kg m-3 
  = 190 W m-1 K-1 
    
    
Heat Transfer Coefficients  
    
Cooling applied to brass 
plug, Dittus Boelter Equation 
[22] 
4,4a 3.08.0 PrRe023.0Nu  
Heating applied to brass 
plug, Nusselt film theory [22] 
for local heat transfer 
coefficient. 
4, 4a  
 
4/1
3
4 










zTT
gh
ws
fgfffg


  
Natural convection loss from 
surface of finned heat 
exchanger/ glass cover  [23] 
2, 3 
   27/816/9
6/12/1_
Pr/492.01
387.0
825.0


Ra
Nu  
 227 
3. Energy balance and predictive modelling  228 
 An energy balance is drawn up for the experiment. Terms in the energy balance are adapted and used 229 
to scale up the results from tests on small samples (under LTJ). 230 
 With regard to directly measured heat addition/ rejection, Fig. 5 includes an outer control 231 
surface (item 1). Arrows indicate applied heat inputs (or outputs) and heat losses from pipework.   232 
 
 
losscoilchangephase
TTcmhhXXm
lossdirectenergysensible
dtTTAUTTcmQ
start
k
end
kwkfa
startend
x
i
end
start j
ambjjj
start
i
end
iii
net
in

  
)()(
...)()(
_
 
 
 
 
[ 7] 
where Qinnet is the net heat input to the generator and from Fig. 5 i  {2, 3, 4, 5, 8, 11}, j  {2, 3, 5, 8, 233 
11} , k = 6 or 9. Subscript x refers to the mass of the ACC. Specific enthalpies ha and hf refer 234 
respectively adsorbed phase and the liquid phase. The phase change term was comparatively small, 235 
about 0.4% of Qinnet so that ha -hf  could be approximated according to Hess’s law 236 
    
  )(
...,)(
start
gencondpl
start
genfg
start
gen
start
genads
end
condf
start
gena
TTcTh
XThThTh


 
 
[ 8] 
 237 
The end temperature of the evaporator load (k=9) was corrected for heat gain. On a typical 238 
plot of load temperature versus time (Fig. 6) point A represents the start of evaporation and the 239 
discontinuity at point B the end. The temperature rise from B to C was attributed to heat ingress and 240 
fitted to exponential recovery with its asymptote at ambient temperature and with characteristic time 241 
BC.   From A to D the hypothetical temperature achieved with a perfectly adiabatic load was   242 
  
𝑇𝑎𝑑𝑖𝑎𝑏(𝑡) = 𝑇𝐴𝐵𝐶(𝑡) −  ∫
𝑇𝑎𝑚𝑏(𝑡
′) − 𝑇𝐴𝐵𝐶(𝑡
′)
𝜏𝐵𝐶
𝑑𝑡′
𝑡
𝑡𝐴
 
                                                                                                                                              
[9] 
Fitting an exponential curve to AD yielded a characteristic time for evaporation, adiab.   243 
  244 
To scale up LTJ tests a control surface was drawn around the adsorption heat exchanger (item 4 on 245 
Fig. 5). The first attempt at scale up replaced the sensible heat correction allowing for the components 246 
of the heat exchanger and followed. 247 
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[10 ] 
where1/2 is the duration of the half-cycle, all heat capacities ci of heat exchanger components (only) 248 
are  reported in Table 2. Term Qo,pred(a-lx) was found from Equation 6, with root mean square 249 
discrepancy of 13.5% between this prediction and measured values. Note that the mass ratio of fin to 250 
ACC was identical to that in bench-scale tests [11] but it was necessary to replace the heat capacity of 251 
an aluminium base (at bench-scale) with that of a copper tube (full scale).  252 
 A second estimate allowed for heat losses from the finned exchanger.  253 
 
plugcondradconv
j
start
j
end
jjj
net
in
net
in QQQTTcmQQ ,
_
1,2, )(    
[11 ] 
where Qconv is convective loss from the adsorption heat exchanger (parts 3, 17 on Figure 1), Qrad is 254 
the corresponding radiative loss and Qcond,plug is the loss from the heat exchanger inlet/ outlet to the 255 
brass plug (parts 4, 4a on Figure 1). The additional sensible heats are for the brass plug and glass 256 
cover. The heat loss components were found according to 257 
 
  dttTtT
A
A
A
Q
end
start
er
tip
fin
erer
AdHex
AdHex
AdHex
conv  







 ))((
1
cov
covcov 
 
[12 ] 
 258 
   259 
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 260 
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end
start tdr
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bdQ
HX ,2/
,   
[14 ] 
 261 
where bplug is the plug thickness, dHX is the diameter of the annular heat exchanger passing through the 262 
plug and  is thermal conductivity. The heat transfer coefficients, AdHex and cover, were established 263 
from [23] for both laminar and turbulent natural convection from vertical surfaces (see also Table 2). 264 
The fin was idealised as annular such that the flank areas of idealised and real fins were equal. The 265 
surface areas A applied to the adsorption heat exchanger (or adhex) and the glass cover. The total 266 
hemispherical  emissivity for glass was taken as 0.92  and that for the exchanger’s exterior surface 267 
was an area weighted average of the emissivities of ACC and aluminium (67% x 0.85  + 33% x 0.095 268 
= 0.60) [24] [25]. The heat input to the coil was related to the LTJ test 269 
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[15] 
where hfg is the specific heat of vaporisation. 270 
  271 
 Certain radial profiles of temperature were established to obtain (1) average fin temperatures 272 
used in the energy storage terms (2) the fin tip temperatures for heat losses (3) the heat losses through 273 
the brass plug at the base of the generator. The one dimensional equations for thermal conduction in 274 
either the idealised fins or brass plug were: 275 
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 276 
where  is fin (or plug) density, V is the volume of the flanks and Qfin is the rate of heat transfer to the 277 
fin flanks, estimated as Qfin = Q(a-lx) for fins and Qfin = 0 for the brass plug. For conjugate heat 278 
transfer at r = dHX/ 2 the boundary condition was, 279 
 𝜕𝑇(𝑟 =
𝑑𝐻𝑋
2 )
𝜕𝑟
=  −
𝛼
𝜆
 𝐹 (𝑇𝑠 − 𝑇 (𝑟 =
𝑑𝐻𝑋
2
)) 
[17] 
 280 
where subscript HX refers to the outer diameter of the heat exchanger, subscript s refers to the heat 281 
transfer liquid, and F is a geometric factor taken as F = 1 for the brass plug or F =13, the ratio of fin 282 
spacing to fin thickness. The heat transfer coefficient was estimated, as appropriate, from either 283 
Nusselt film theory or the Dittus-Boelter equation. (Perfect contact between tube and fin was 284 
assumed.) 285 
 The estimated (isothermal) temperature of the glass cover was  286 
 
𝑇𝑐𝑜𝑣𝑒𝑟(𝑡) =  𝑇𝑐𝑜𝑣𝑒𝑟
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𝑈𝑐𝑜𝑣𝑒𝑟𝐴𝑐𝑜𝑣𝑒𝑟 ∫ (𝑇𝑎𝑚𝑏 − 𝑇𝑔𝑙𝑎𝑠𝑠(𝑡))𝑑𝑡
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 287 
   
where the heat transfer term QHT is equal to the convective and radiative loss parts of Equation 9.   288 
The performance parameters were, 289 
 290 
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 where SCP represents the average specific cooling power, that is the cooling effect (Qcoil) per unit 291 
mass of adsorbent (mx) per unit time (2 ½). 292 
 293 
4. Results 294 
This section reports temperatures and pressures measured during the refrigeration cycle, the energy 295 
balance, and the chiller performance in terms of COP and SCP. 296 
Fig. 7 compares the cycle with a hypothetical quasi-equilibrium cycle (drawn in bold as a 297 
near parallelogram). The temperature measurement was on the mid-plane of the ACC and lagged 298 
behind the temperature of working fluid, so that spatially averaged ACC temperature would have been 299 
greater than indicated during the heating processes and less than indicated during the cooling 300 
processes. The two horizontal isobars on the hypothetical cycle correspond to saturation pressures 301 
calculated from the temperatures of the evaporator load (273 K) and condenser sink (293 K). 302 
Temperature differences as high as 273 – 265 = 8 K were required to drive heat transfer to the 303 
evaporator and similarly for the condenser. 304 
Fig. 8 presents temporal plots of refrigerant pressures. Following temporary application of 305 
vacuum the pressure in the isolated generator had decreased from 60 to 39 mbar. The non-linear 306 
adsorption relationship (Equation 5) indicated that the capacity would have changed slightly from X* 307 
= 0.398 to X* = 0.387.  Up to  time t < 100 s, the condenser held a pressure of 72 mbar - the 308 
saturation pressure at the temperature of the condenser sink. Subsequently heating the generator and 309 
then connecting it to the condenser caused the pressures in both to surge. During vapour adsorption / 310 
evaporation (t > 1920 s), saturation temperatures of the refrigerant, labelled 5°C and 18°C on part (b), 311 
were somewhat less than the temperature of the evaporator load confirming the requirement for an 312 
appreciable temperature driving force.  313 
A delay of ~120 s applied after the opening of the evaporator valve (t = 1920 s); the 314 
temperature of the evaporator load lagged the evaporator pressure.   This might be due to the 315 
dynamics aspects of the evaporator, for example a 3.3-mm thick ethanol layer would  have a 316 
characteristic conduction time of 120 s. 317 
 Fig. 9 shows measured and predicted temperatures for three parts of the generator. The fin tip 318 
and the brass plug did not quite, as expected, meet the steam temperature. The root mean square errors 319 
for heating and cooling phases, labelled erms on each part of Fig. 9, would have led to discrepancies in 320 
the estimated convective and radiative heat loss from the adsorption heat exchanger (corresponding to 321 
4% of the heat supplied by the exchanger and 8% of the heat removed). Any deviation from the 322 
conditions for LTJ (a step change in temperature at the fin root) might explain the prediction 323 
anomalies at the positions labelled ‘P’ and ‘Q’.  324 
 Thermocouples could not be installed at the fin root during manufacture. Nonetheless, the 325 
temperatures measured in the ACC mid-plane indicate that the temperature change at the fin root was 326 
not instantaneous (that is, associated thermal resistances were appreciable). The ACC cooled more 327 
slowly than during the smaller-scale LTJ tests (Fig. 10).  Admittedly the fin shape and the co-328 
ordinates of thermocouples differed, but after 100s predicted axial temperature gradients along the 329 
fins for both LTJ tests and the adsorption heat exchanger were < 1 K [11].   (Thermocouples were in 330 
the centre of a square mid-plane for LTJ tests but within 3 mm of the edge for the adsorption heat 331 
exchanger). The differences between ACC temperatures within the adsorption heat exchanger could 332 
be due to (1) different orientation of thermocouples at the three locations, or even possible penetration 333 
of beads through layers of cloth during manufacture and pressing of the bed (2) different compression 334 
of the bed at different locations, associated with manufacturing tolerances (3) localised crumpling of 335 
fabric during manufacture.  336 
The energy balance compared net heat inputs to the generator (during desorption) with net 337 
heat outputs (during adsorption).  Considering the heating process alone, 16% of heat added to the 338 
generator was used to desorb ethanol, evident as heat transfer to the condenser sink plus the estimated 339 
heat of phase change  (typical experiment, Table 3). A larger amount, 61% of heat addition, appeared 340 
as changed sensible heat in infrastructure. (Appendix A gives the justification for uncertainties in 341 
Table 3, computed from known instrument errors and uncertainties in material properties. The overall 342 
theoretical uncertainty in total heat input was 6 %. The discrepancy of 13% between heat input and 343 
balancing terms in Equation 7  was a better indication of accuracy.) 344 
 Table 4 shows coefficient of performance, specific cooling power and the characteristic time 345 
for cooling of the evaporator load (adiab).  Cooling was slower than expected from the smaller scale 346 
tests; the characteristic time was adiab [189, 409]s, versus   (a-lx) [159, 189 ]s [11]. The possible 347 
slower temperature change of the fin root has already been mentioned. In addition there may be heat 348 
transfer resistances in the evaporator, resulting initially in reduced refrigerant temperatures (for 349 
instance the labelled saturation temperature of 5°C (p = 21 mbar) on Figure 8).  However, any impact 350 
on adsorption rate is mitigated by the non-linearity of the isotherm. For example (with adsorbent held 351 
at 30 oC) a vapour pressure p = 21 mbar (Tsat = 5oC) gives X* = 0.341 whereas at p = 51 mbar (Tsat = 352 
18oC) X* = 0.386 (from Equation 5). Thermal resistance at the fin root is the governing heat transfer 353 
resistance, although mass transfer might also be important and in particular Glaznev et al [26][27] 354 
measured a 40% change in rate of moisture adsorption with partial pressure of air as low as 0.06 mbar 355 
on 10 mbar total pressure. (They considered moisture adsorbed by silica gel, FAMZ02 and SWL-1L.) 356 
The effect on desorption was noticeable but less severe. They contemplated Stefan flows and the 357 
production of an inert gas film at the grain external surface, albeit as one of several complex, coupled 358 
processes.  359 
 360 
  361 
Table 3  Typical heat balance 362 
 363 
 Heating Cooling  
  kJ error, % kJ error,% Comment 
Desorption      
Condenser sink 82 ±14%    Sensible energy in Eqn 7, Eqn A.4 
Phase change 2 ±32%   Phase change in Eqn 7   
Sub total 
   (% grand total) 
84 
(16%) 
±14%    Error from Eqn A.1 
Adsorption      
Evaporator load     -  -107 ±7% Sensible energy in Eqn 7, Eqn A.4 
Phase change    -  3 ±32%  Phase change in Eqn 7   
Sub total 
   (% grand total) 
  -104 
(29%) 
±7% Error from Eqn A.1 
 (Generator)        
ACC (dry) 43 ±8% -44 ±9% Sensible energy in Eqn 7, Eqn A.4 
EtOH (sorbed) 11 ±8% -9 ±9% Sensible energy in Eqn 7, Eqn A.4 
Fins (Al) 37 ±3% -31 ±3% Sensible energy in Eqn 7, Eqn A.4 
HX (Cu) 21 ±3% -19 ±3% Sensible energy in Eqn 7, Eqn A.4 
Cover (glass) 128 ±11% -104 ±11% Sensible energy in Eqn 7, Eqn A.4 
Plug (brass) 82 ±7% -73 ±7% Sensible energy in Eqn 7, Eqn A.4 
Sub total 
   (% grand total) 
322 
(61%) 
±5% -280 
(78%) 
±5% Error from Eqn A.1  
Direct Losses 
(Generator) 
        
   Cover (glass) 37 ±30% 27 ±30% Direct loss in Eqn 7, Eqn A.6 
  Brass Plug 5 ±30% 4 ±30% Direct loss in Eqn 7, Eqn A.6 
Sub total 
   ( % grand total) 
42 
(8%) 
±27% 31 
(-9%) 
±26% Error from Eqn A.1  
External Pipework       
Sensible Heat  62 ±30% -8 ±30% Direct loss in Eqn 7, Eqn A.6 
Direct Loss 15 ±30% 4 ±30% Direct loss in Eqn 7, Eqn A.6 
Sub total 
  (% grand total) 
77 
(15%) 
±25% -4 
(1%) 
±22% Error from Eqn A.1  
Grand total 525 ±6% -358 ±4%  
Applied heat transfer      
Steam  602 ±4%     
Cooling water   -452 ±9% Sensible energy in Eqn 7, Eqn A.4 
Discrepancy -13%  21%  Grand total - Applied heat transfer 
COP 17.8% ±9% Eqn 14, Eqn A.2 
SCP, kW/ kg(ACC) 0.071 ±7% Eqn 15 
 364 
 NB: Methodology for uncertainty analysis is given in appendix A  365 
Table 4 Impact of operating condition on measured and predicted performance 366 
 367 
 COP x 100 -
Measured 
COP x 
100-
Adjusted 
scaling 
Eqn 11, 19 
COP x 
100- 
Simple 
scaling 
Eqn 10, 20 
SCP, W kg-1 
Measured 
SCP, W 
kg-1 
Predicted 
adiab, 
s 
 
Impact of cycle time, Tre= 288 K , Trc = 302 K  
 
       
Cycle 
time, mins 
      
2 x 10 23.62.3 22.3 46.8 12615.9 181 180 
2 x 20 22.02.5 30.7 47.4 71  8.4 93 254 
2 x 30 21.31.6 27.5 45.9 5310.7 59 199 
     -   
       
Impact of condenser temperature, tcycle = 2 x 20 mins, Tre = 288 K   
       
Trc, K       
299 19.00.4 30.2 46.6 626.5 89 228 
309 15.50.6 25.2 44.4 491.6 72 313 
319         11.90.1                     26.0 38.9 366.3 72 202 
       
Impact of evaporator temperature, tcycle = 2 x 20 mins, Trc = 290 K  
       
Tre, K       
268          17.6 28.1 39.7        54 85 295 
277          20.1 31.0 40.6        62  98 409 
287         16.5 29.9 45.6        55  89 183 
 368 
 369 
 Tre = temperature of refrigerant in evaporator coil 370 
 Tce = temperature of refrigerant in condenser coil 371 
 "Ideal" estimate neglects sensible heat of cover (glass) and plug (brass) 372 
 Uncertainties are standard deviations from three repeat experiments (when available)   373 
 374 
 375 
  376 
Three versions of COP are presented in Table 4: direct measurement; the adjusted scaling 377 
procedure (Equations 11, 19), and simple scaling (Equations 10, 20).  When the impact of cycle time 378 
was probed COPs from the simpler scale up procedure varied slightly owing to variations in 379 
generator/ condenser pressure. The durations of half-cycles were at least 3.3 times greater than the 380 
characteristic time for evaporator load cooling (column 7 of Table 4), so the minimal impact of cycle 381 
time on COP is unsurprising. The simpler scale up exceeded the measured COP by a factor of 2 to 382 
2.8. For the adjusted scale up the factor of error (in COP) ranged from 1.0 to 1.6. For SCP, the range 383 
is 1.1 to 2.0; this compares with 2 to 6 elsewhere [8] although  the discrepancy is attributed largely to 384 
the heat capacity of metal supports and differing thicknesses of adsorbent layer. Some impact of 385 
temperature lift is evident from changes in evaporator and condenser temperature. 386 
 387 
5. Further Discussion 388 
   The discrepancy in the heat balance and the uncertain influence of air ingress justifies a 389 
scale-up method, rather than detailed mechanistic models. In future the control mechanism and 390 
boundary conditions for small-scale tests should: (1) mimic thermal resistances at the fin root, rather 391 
than a strict step change in temperature (LTJ); (2) deal with a  controlled ingress of air or inert gas; (3) 392 
employ boundary conditions that mimic direct solar illumination. 393 
  The machine performance is compared against three other pieces of work (Table 5). The 394 
COP is more favourable than achieved elsewhere with granular carbon [28]. Better COP was achieved 395 
with Methanol [29]; it offers a higher heat of vaporisation and a higher adsorption capacity. The 396 
maximum measured loading on Chemviron ACC was 44% [30] versus 35% for ethanol. (Litre 397 
quantities of methanol were avoided in our laboratory owing to its toxicity.) Alternatively, water has 398 
the highest heat of vaporisation [31], and tests with silica gel beads show comparable characteristic 399 
times to those reported here [32]. Better COP was also achieved with larger AHPs (9 kW cooling 400 
power) [31]. (Larger scale offers comparatively less dynamic and steady heat loss per unit mass of 401 
adsorbent.) 402 
 403 
 404 
 405 
  406 
 Table 5 Performance of Several AHPs 407 
Author Pair used SCP, W kg-1 COP (thermal) Conditions 
Current 
work 
AC-EtOH 59 to 181 0.119 to 0.236 Adsorbing/ desorbing time 
10 to 30 minutes, heating 
temperature 100°C, 
evaporator temperature 268 
to 287 K 
     
Liu et al 
[28] 
ACC-EtOH  0.029 to 0.034 Desorbing time 6 hrs, 
Adsorbing time 18 hours 
load temperature reduced 
from 20°C to 4°C, 14.6 to 
19.4 MJ irradiation 
(accepted) 
Liu et al 
[28] 
ACC-MeOH  0.105 to 0.113 As above 
Boubakri 
et al [29] 
ACC-MeOH  0.295 to 0.339 Ice making, hence load at 
0°C. Collector temperature 
26 to 100°C over 10 hours. 
Liu et al 
[31] 
Silica gel- 
water 
341 0.15 to 0.40 Temperatures 70°C to 95°C. 
Cooling water inlet 
temperatures 24 to 34°C. 
Evaporating temperature 5 
to 16°C. Heat and mass 
recovery possible. 
 408 
 409 
 410 
 411 
 The impact of air ingress on adsorption is complex. In principle very small mole fractions of 412 
air (~0.1%) can create large reductions in rate of adsorption. If one considers only mass transfer to the 413 
faces of the adsorbent heat exchanger, then for Stefan flows [33] the mole fraction of ethanol, y, 414 
changes according to 415 
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 416 
where uface is the face velocity,  is the boundary layer thickness, D is the molecular diffusivity of 417 
ethanol in air, and subscripts 0 and  indicate mole fractions on either side of the boundary layer.  A 418 
worked example yields  uface /D = 6.4 and    yo = 99.9%  y = 60% so that  marked reductions in 419 
ethanol mole fraction are conceivable (change in adsorption capacity, X* = 20% , characteristic time 420 
adiab(a-lx)= 200s, and boundary layer thickness,  = 3 mm). The exponential function is highly 421 
sensitive to local boundary layer thickness and face velocity so that y cannot be quantified with 422 
precision; it could be far greater or far less than 60%. A further complication is any air ingress in the 423 
pipe from evaporator to adsorber. The length scale is far greater (L = 1.8 m vs  ~ 3 mm) although 424 
longitudinal dispersion should also come into play provided flow is turbulent. This is not captured 425 
well in scale up from the smaller experiments. Even assuming sample and full-size beds are subject to 426 
the same boundary conditions, the initial velocities would be about six times higher in the pipe of the 427 
full scale generator (where the adsorbent mass is 60 times higher but the tube cross sectional area only 428 
10 times higher). On the other hand, the pipe in the smaller rig is only 30 cm long (versus 1.8 m).   429 
Furthermore air ingress between ACC fibres is possible, and interaction between oxygen and the 430 
functional groups in the ACC is conceivable . The net effect is to slow the adsorption rate possibly to 431 
such an extent that full adsorption capacity is not reached in realistic time. This explains differences in 432 
the scale up of both coefficient of performance and cooling power.  433 
 Solar testing is planned for future work. This requires elevating a concentrating mirror by a 434 
further 2m above the base of the generator and hence some construction work. A more subtle 435 
problem is simulating irradiation boundary conditions in the calorimeter. An interesting and 436 
challenging aspect will be the response of the integrated generator/ collector to cloud cover. 437 
 Equation [10]  is related to the predictive technique, where one might expect some ultimate 438 
benefit to the designer from a non-dimensional approach. But, for the purposes of the current 439 
paper, caution is advised for two reasons. (1) Seminal work using LTJ on comparatively large samples 440 
was presented in references [8], [9] [10]. At no stage were non-dimensional groups mentioned here. 441 
(2) A necessary condition is dimensional similarity; it is not clear that this condition would be 442 
retained. A critical ratio of dimension is that fin-to-fin gap divided by fibre diameter which in present 443 
studies was identical at bench scale and full scale.    444 
 The AHP could be better optimised in future. A set of tests on fins with different fin-to-fin 445 
gaps is planned at small scale. The samples have been wire cut with gaps as small as 1-mm, although 446 
manufacture of such fins will be problematic for full-scale AHPs. Other improvements are (1) use of 447 
methanol as a refrigerant (2) screening of carbon cloths for best adsorption properties (3) larger 448 
adsorption heat exchangers (4) reduction of heat losses to the cover (in particular the plug should be 449 
replaced with a thermal insulator) (5) restricting the aperture size for the glass cover, and double 450 
glazing the rest of the cover (6) the use of carbon adsorbents with enhanced thermal conductivity, e.g. 451 
carbons mixed with expanded natural graphite. The use of two-axis solar tracking would permit a far 452 
smaller optical aperture [34]. Future testing with a solar simulator is essential - however even with a 453 
“low cost” design the expense was $10 000 for focussing xenon lighting to 45 kW m-2 on a 38-mm-454 
diameter target [35], roughly the concentration factor needed for our experiments. Halogen lamps 455 
would reduce cost many times and illuminate the entire target area (but would not replicate the power 456 
spectrum of natural sunlight). 457 
 458 
6. Conclusions 459 
 460 
A laboratory scale AHP has integrated the roles of adsorbent bed, heat exchanger and solar collector. 461 
For the first time, a scale up procedure has been applied to calorimetric LTJ tests. For the conditions 462 
tested the values of COP were 1.0 to 1.6 times less than those expected by scaling-up data from 463 
smaller samples.  The SCP was 1.6 to 2.0 times less than expected compared with factors of 464 
discrepancy of 2 to 6 elsewhere. It is hypothesised that even very small levels of air ingress (y < 465 
0.1%) influenced results. 466 
  Given the uncertain influence of air ingress and the quality of the heat balance (to 15%) 467 
detailed mechanistic models are not recommended at this stage of our work. The existing analysis 468 
allows areas of improvement to be identified in future designs (1) mitigation of dynamic losses, and in 469 
particular the replacement of a brass sealing plug (2) use of methanol as a refrigerant (3) optimisation 470 
of fin spacing. 471 
 472 
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Appendix  A. Uncertainty Analysis 666 
Tables 3 and 4 list expected uncertainties computed from instrument error and uncertainties in 667 
material properties.  The individual uncertainties are listed in Table A1 (and reference numbers in 668 
column 1 will be referred to in this appendix). For true values X1 and X2, and with uncertainties e(X1) 669 
and e(X2) following a Gaussian distribution, then the uncertainty in their summation is 670 
 2
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2
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 671 
 The fractional uncertainty in their product, ef( X1 X2) = e (X1 X2)/ (X1 X2) is 672 
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 The uncertainty analysis influences the estimate of total heat input during the heating 673 
phase, the measured COP and SCP, and the predicted COP and SCP.  674 
A.1 The heat balance 675 
Ten terms related to sensible heat, taking the general form 676 
  startendsens TTcmQ    [A.3] 
where (in the instance of the evaporator load)   corrects for heat ingress. The fractional error in 677 
Qsens is then 678 
          2222 efTTefcefmefQef startendsens   
[A.4] 
 Scales were accurate to 0.1 g so mass errors of condenser sink (water), evaporator load, 679 
activated carbon cloth, aluminium fins, copper fins and cover glass were all better than 0.1 % and 680 
also heat capacities for these items were assumed to be well known. With regard to e(Tend – Tstart) (1) 681 
for the condenser sink and evaporator load we took e2 = 0.1 K, exceeding measured random 682 
variations from a thermocouple held isothermal  (2) for ACC and sorbed phase temperature e3 = e5 = 683 
5 K, the standard deviation thermocouples in upper, middle and lower parts of the bed at the end of 684 
heating (3) for both fins and copper, end temperatures fell 2K short of steam temperature and 685 
(pessimistically) this was employed e7 and e8 (4) for the brass plug, predicted temperature gradients 686 
were employed as uncertainty e10 = 5 K. The fractional uncertainty in  was (pessimistically) taken as 687 
ef4 = 0.5. All heat capacities were taken as well known with the exception of the sorbed phase. The 688 
value used was that of liquid ethanol, but [19] for example suggests a more sophisticated model 689 
based on Gibbs law and Maxwell relationships. Nonetheless, in their appendix (Equation G) the 690 
sorbed phase cp will tend to liquid cp for adsorption of an ideal gas. The deviation for measured data 691 
(their Fig. 4 [19[) varies from 0% to 33% depending on loading and we take the mid-range ef18 = 16% 692 
as an uncertainty. 693 
 The change of phase from sorbed to liquid contributed only 2 kJ to a total heat input of 525 694 
kJ. The heat term was proportional to change in loading, Xend – Xstart (Equation 7 in main text) 695 
estimated using adsorption capacities at equilibrium, X*. The associated fractional uncertainties 696 
were ef16 = 13% (the standard error between the DR correlation for X* (Equation 5) and the 697 
measured data points) and from the measured time constants (final column in Table 4)  the worst 698 
shortfall between X and X* was 29%, hence pessimistically ef17 =  29% giving an uncertainty in the 699 
heat of phase change as (0.132 + 0.292 ) =32%. 700 
 Direct losses from the cover and brass plug took the form   701 
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[A.5] 
and e(T) = 2 e1 = 1.4 K and heat losses were governed by the resistance of the polyurethane foam, 702 
such that ef(U)  e19 / ins= 0.05 /0.3  (a pessimistic uncertainty in thermal conductivity  was taken 703 
in view of the influence of temperature on , imperfect pipe to insulation contact and end effects). 704 
Then    705 
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where a time averaged temperature difference is used on the denominator.  706 
 Uncertainties are put into Table 3; for instance in the heating/ desorption phase the 707 
uncertainties are 14%, 5%, 27% and 25% for losses from desorption processes, generator sensible 708 
heat, direct losses from the generator and sensible heat + direct losses from the pipework and 709 
Equation A.1 gives an overall uncertainty of 6% in overall heat transfer.  710 
 Heat input was determined by condensate collection: a plot of mass versus time indicated an 711 
offset of 4.8 grams, probably the condensation of steam in the trap itself, pessimisitically doubled to 712 
yield and an uncertainty of e15 = 22 kJ. The discrepancy between the grand total of heat terms (525 713 
kJ) and applied heating (602 kJ) at 13% was outside the expected uncertainties and a better indicator 714 
of accuracy. 715 
A.2 Errors in Prediction 716 
The heat input was estimated from equations [10] or [11] in the main text. Regarding the 717 
contribution from LTJ related tests, viz  718 
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  for the term Qo,pred(a-lx) ef21 = 13.5% followed comparison of prediction and measurement (see Eqn 6 719 
and Fig. 4 in main text). Putting measured (a-lx)  into the multiplier (1-exp(1/2/(a-lx)) yielded the 720 
standard deviation and hence uncertainty ef23 = {0.0%, 0.1%, 0.9%} depending on 1/2, the duration 721 
of half cycle. Otherwise Equations [10] and [11] hold strongly coupled terms and the procedure was 722 
not amenable to straightforward manipulation of variances, and instead the same simulation was 723 
run 250 times with a Gaussian distribution of random errors (lines 24, 25, 26) added to each term to 724 
give an error ef28 = 5.4% and the total uncertainty in predicted heat input was   725 
   22,228
22
23
2
21
2, )( LTJ
net
inLTJ
net
in QQefQefefQe    726 
For an instance where 38% of heat was attributable to QLTJ, then the fractional error of predicted 727 
heat input was ef (Qinnet,2) = 5.1% and likewise the fractional error in SCP. However, it is emphasised 728 
that this account only for expected uncertainties in heat transfer coefficients and material 729 
properties, following a Gaussian pattern, and not model imperfections. 730 
 731 
  732 
733 
Table A1 Uncertainty Analysis  734 
Term 
no 
Variable  Description Uncertainty Explanation 
 
Instrument errors 
1 T Temperatures 
(general) 
1 K Manufacturer's calibration 
claim. Systematic error. 
2 Tend - Tstart Temperature 
changes 
0.1 K Deviations in 
thermocouples mounted 
in a constant temperature 
sample. Random error. 
3  Heat load temp. 
correction 
0.5  Half the correction applied 
in equation 
5  Tacc ACC temperature  5 K Standard deviation 
between upper, middle 
and lower  temperatures 
6 Tetoh,ads EtOH (sorbed) 5 K As for ACC above 
7 Tal Fins (Al) 2 K  Employ closest approach 
to steam temperature 
8 THX HX (Copper) 2 K As above 
9 Tcover Cover (glass)  Gradients from spot 
checks with a hand held 
probe. 
10 Tplug Plug (brass)  Gradients expected from 
mathematical model. 
11 p pressure 2.5 mbar Manufacturer's claim 
15 Q(steam) Heat input 11 kJ 5 g steam required to heat 
collection flask to 100°C. 
 Material Properties 
16 X* Equilibrium 
loading 
0.13 X* Root mean square error 
for DR equation reported 
in [11]. 
17 X Change in 
loading 
0.29 X For purposes of heat 
balance, calculated from 
equilibrium values. 
18 Cp,sorbed Heat capacity 
sorbed phase 
0.16 cp,sorbed   
19 ins Insulation 
thermal 
conductivity 
.05  
   W m-1 K-1 
(Pessimistic) estimate 
only, allowing for 
influence of temperature 
on lambda, imperfect pipe 
to insulation contact, end 
effects 
21 Qo(a-lx)  0.135 Qo(a-lx) Comparison with directly 
measured values [11] 
versus estimates using 
Equation 6 
22 (a-lx)  14 s Standard deviation from 
mean of 180 s, reference 
[11] 
23 1-exp(-
1/2/(a-lx)) 
 0% to 0.9% 
of term 
  
 Heat losses 
24 nc Natural 
convection 
0.2 nc Churchill and Chu [ref] Fig 
3., comparing data vs. 
fitting curve for Ra > 100. 
25 cond Condensation 0.3 cond (Pessimistic estimate only) 
26 Qrad Radiative heat 
transfer 
0.3 Qrad Pessimistic estimate 
 
27 Qin,net,2 - 
 QLTJ  
Predicted heat 
input 
0.054* 
(Qin,net,2 - 
 QLTJ) 
Put random errors 24, 25, 
26 into prediction 
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